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PROPOSED 20'WIDE S.C.W.A. EASEMENT

(AS SHOWN ON FILED SUBDIVISION MAP)
     (CURRENT STATUS UNKNOWN)

ELECTRIC EASEMENT CITED
IN LIBER 1184 AT PAGE 487
EXACT LOCATION AND WIDTH
NOT DESCRIBED

50' WIDE NATURAL VEGETATION

BUFFER CITED IN DECLARATION

FILED IN LIBER 10736 AT

PAGE 427, PARAGRAPH 5

10' WIDE EASEMENT
IN FAVOR OF NEW YORK
TELEPHONE COMPANY AND
THE LONG ISLAND LIGHTING
COMPANY CITED IN
LIBER 10771 AT PAGE 69 AND
LIBER 10771 AT PAGE 73.
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ASSOCIATIONASSOCIATIONASSOCIATIONASSOCIATIONASSOCIATION
SITUATESITUATE

EAST HAMPTONEAST HAMPTONEAST HAMPTONEAST HAMPTON
TOWN OF EAST HAMPTONTOWN OF EAST HAMPTON
SUFFOLK COUNTY, N.Y.SUFFOLK COUNTY, N.Y.

SCALE: 1" = 20'SCALE: 1" = 20'

AREA = 4.500 ACRESAREA = 4.500 ACRES
TAX MAP NO.: 0300-165.00-05.00-022.000

PREPARED: NOVEMBER 1, 2019PREPARED: NOVEMBER 1, 2019

STREET ADDRESS FROM TOWN
OF SOUTHAMPTON G.I.S.:

400 PANTIGO PLACE

NOTE:NOTE:

THE BEARING SYSTEM SHOWN HEREON IS
REFERENCED TO THE FILED SUBDIVISION MAP.

THIS PROPERTY IS SUBJECT TO COVENANTS
AND RESTRICTIONS IN A DECLARATION FILED
IN LIBER 10736 AT PAGE 427.

EXISTING CONDITIONS DEPICTED HEREON ARE
FROM ACTUAL FIELD MEASUREMENTS COMPLETED
AUGUST 12, 2019 AND OCTOBER 25, 2019.

ELEVATIONS AND CONTOURS DEPICTED HEREON
ARE BASED ON NORTH AMERICAN VERTICAL
DATUM OF 1988 (NAVD88).

EVIDENCE OF UNDERGROUND ELECTRIC SERVICE
TO BASEBALL FIELD LIGHTING, IF ANY, NOT
VISIBLE, NOT SHOWN HEREON.

LOCATIONS OF SANITARY LEACHING POOLS,
SEPTIC TANK AND LINES ARE APPROXIMATE
TAKEN FROM A SITE PLAN PREPARED BY
L.K.MCLEAN ASSOCIATES, P.C. LAST DATED
APRIL 1, 1997 AND ARE BASED ON THE
LOCATIONS OF THE VISIBLE COVERS.

UNDERGROUND DRAINAGE STRUCTURES SHOWN
HEREON ARE APPROXIMATE TAKEN FROM A
SITE PLAN PREPARED BY L.K.MCLEAN
ASSOCIATES P.C. LAST DATED APRIL 1, 1997
AND ARE BASED ON THE LOCATIONS OF THE
VISIBLE GRATES AND DRAINAGE INLETS.
SIZES OF THE AFORE MENTIONED DRAINAGE
STRUCTURES ARE TAKEN FROM SAID SITE PLAN.

THE WATER SERVICE FROM THE STREET TO THE
RESTROOM BUILDING IS TAKEN FROM A SITE
PLAN PREPARED BY L.K.MCLEAN ASSOCIATES,
P.C. DATED MARCH 2015.

UNDERGROUND IRRIGATION SYSTEM EXISTS
IRRIGATION HEADS AND LINES ARE NOT
SHOWN HEREON.

TW = TOP OF WALL

TC = TOP OF CURB
BC = BOTTOM OF CURB

SITE DATA:SITE DATA:

ZONING DISTRICT:
NEIGHBORHOOD BUSINESS &
COMMERCIAL/INDUSTRIAL
AS OF MAP FILING
CURRENT IS PARKS AND
CONSERVATION

SCHOOL DISTRICT: EAST HAMPTON

FIRE DISTRICT: EAST HAMPTON

FLOOD ZONE:
X (OUTSIDE 0.2% CHANCE FLOODPLAIN)
TAKEN FROM FLOOD INSURANCE RATE MAP
PANEL 556 OF 1026, MAP SUFFIX H,
MAP NUMBER 36103C0556H, MAP REVISED
SEPTEMBER 25, 2009 PREPARED BY THE
FEDERAL EMERGENCY MANAGEMENT AGENCY
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UNAUTHORIZED ALTERATION OR ADDITION TO A SURVEY MAP
BEARING A LICENSED LAND SURVEYOR'S SEAL IS A VIOLATION
OF SECTION 7209, SUBDIVISION 2, OF THE NEW YORK STATE
EDUCATION LAW.

ONLY COPIES FROM THE ORIGINAL OF THIS SURVEY MARKED
WITH AN ORIGINAL OF THE LAND SURVEYOR'S EMBOSSED SEAL OR
INKED SEAL SHALL BE CONSIDERED TO BE VALID TRUE COPIES.

CERTIFICATIONS INDICATED HEREON SIGNIFY THAT THIS SURVEY
WAS PREPARED IN ACCORDANCE WITH THE EXISTING CODE OF
PRACTICE FOR LAND SURVEYS ADOPTED BY THE NEW YORK
STATE ASSOCIATION OF PROFESSIONAL LAND SURVEYORS. SAID
CERTIFICATIONS SHALL RUN TO THE PERSON FOR WHOM THE
SURVEY IS PREPARED, AND ON HIS BEHALF TO THE TITLE COMPANY,
GOVERNMENTAL AGENCY AND LENDING INSTITUTION LISTED HEREON.
CERTIFICATIONS ARE NOT TRANSFERABLE TO ADDITIONAL INSTITUTIONS
OR SUBSEQUENT OWNERS. CERTIFICATIONS RUN ONLY TO THE LAST
FIELD SURVEY DATE.

NO CERTIFICATION IS MADE AS TO THE EXISTENCE OR
NON-EXISTENCE OF EASEMENTS OR RIGHTS-OF-WAY AFFECTING
THIS PROPERTY. THE LOCATIONS OF EASEMENTS OR RIGHTS-OF-WAY
OF RECORD ARE SHOWN HEREON ONLY IF COPIES OF THE
INSTRUMENTS ARE PROVIDED TO THE SURVEYOR.

UNAUTHORIZED REPRODUCTION IS UNLAWFUL. ALL RIGHTS RESERVED.

2019 THE RAYNOR GROUP, P.E. & L.S. PLLCC

115 Fifth Avenue 
New York, NY 10003 
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SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATE
NO.

ISSUE

KEY PLAN

Owner:

Civil / Site:

Structural:

Mechanical, Electrical, & Plumbing:

Medical Equipment:

Aviation: 

Acoustics & Vibration:

Landscape:

Signage:

B A

1" = 20'-0"

1/
23

/2
02

0 
2:

05
:5

6 
PM

C
:\R

EV
IT

 L
O

C
AL

\8
17

30
_E

AS
T_

H
AM

PT
O

N
_E

D
_n

.d
al

m
an

.rv
t

EXISTING SITE
SURVEY

81730

EAST HAMPTON -
FREE STANDING
EMERGENCY
DEPARTMENT

01/23/2020

SU-100

400 PANTINGO PLACE EAST
HAMPTON, NY 11937

TOWN OF EAST HAMPTON
PRELIMINARY SITE PLAN REVIEW

240 Meeting House Lane Southampton, NY 11968

De Bruin Engineering, P.C.
11 Union Street Bethpage, NY 11714

LERA Consulting Engineers, LLP
40 Wall St. New York, NY 10005

AKF Group
One Liberty Plaza, 165 Broadway 22nd Floor
New York, NY 10006

Best Healthcare Planning, LLC
29 Doe Lane Malvern PA 19355

Heliport Systems, Inc
55 Madison Ave. Morristown, NJ 07960

Shen Milsom Wilke LLC
417 Fifth Ave. New York, NY 10016

RGR Landscape Design
115 Fifth Ave New York, NY 10003

Perkins Eastman EGD Studio
115 Fifth Ave. New York, NY 10003

SOUTHAMPTON HOSPITAL
ASSOCIATION

FOR REFERENCEFOR REFERENCE
THE RAYNOR GROUP, P.E & L.S. PLLC
P.O. BOX 720
WATER MILL, NY 11976

THE RAYNOR GROUP, P.E & L.S. PLLC
P.O. BOX 720
WATER MILL, NY 11976



As indicated

DRAWINGS

REFERENCE

C-001

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW



As indicated

C-002

DRAWINGS

REFERENCE 

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW



L

L

L

L

L

L

L

L

L

L

L

X
X

X
X

X
X

X

XX
X

X
X

X
X

X
X

X
X

X

X

X

X

X

X

X

X

X

X

X

X

X

X
X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X
X

X X X X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X

X

X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X

X
X

X
X

X

X

X
X

X
X

X
X

XXXXXXXX

XXXXXXXX

X
X

X

X
X

X

X
X

X

XXX

XXXXXXXX

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

CONC.

C
U
R
B

B
L

O
C

K

C
U

R
B

B
L

O
C

K

CURB

BLOCK   CURB

ASPHALT PARKING AREA

ASPHALT PARKING AREAPAINTED PARKING

SPACE LINES

(TYPICAL)

SPACES RESERVED

FOR HANDICAPPED

PAD

C
O

N
C

R
E

T
E

W
A

L
K

CONCRETE

WALK

BRICK WALL

ROOFED DUGOUT

BLOCK  WALL

B
L

O
C

K

C
U

R
B

B
L

O
C

K

C
U

R
B

B
L

O
C

K
C

U
R

B

B
L

O
C

K
C

U
R

B

G
A

T
E

4'HI
GH CHAIN LI

NK FENCE

GATE

4'HIGH CHAIN LINK FENCE

6'HIGH

C
H
.

L
I

N
K FEN.

PAD

BLOCK CURB

12'HIGH CHAIN LINK FENCE

1
2
'

H
I

G
H
 
C

H
.
L
I

N
K
 
F
E

N
.

1
2
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

B
L

O
C

K
 W

A
L

L

B
R

IC
K

W
A

L
L

R
O

O
F

E
D

 D
U

G
O

U
T

BASEBALL DIAMOND

G
A

T
E

6
'

H
I

G
H
 

C
H
.

L
I

N
K
 

F
E

N
.

4
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

4
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

GATE

4'HIGH CHAIN LINK FENCE

SCOREBOARD

4
'

H
I

G
H
 

C
H

A
I

N
 
L
I

N
K
 
F
E

N
C
E

WOOD

FRAME

SHED

C
O

N
C

R
E

T
E
 
 
 

W
A

L
K

C
O

N
C

R
E

T
E

W
A

L
K

1
 

S
T

O
R

Y
 

W
O

O
D
 

F
R

A
M

E
D

B
U
I

L
D
I

N
G
 
(

R
E

S
T

R
O

O
M

S
)

R
O

O
F

O
.

H
.

R
O

O
F

O
.

H
.

SCOREBOARD

4
'

H
I

G
H
 

C
H

A
I

N
L
I

N
K
 

F
E

N
C

E

B
L

O
C

K
 
 

W
A

L
L

B
R
I

C
K

W
A

L
L

R
O

O
F

E
D
 

D
U

G
O

U
T

1
2
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

G
A

T
E

6
'

H
I

G
H
 

C
H
.

L
I

N
K
 

F
E

N
.

4
'

H
I

G
H

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

B
A
S
E
B

A
L
L
 
 
 

D
I

A
M

O
N

D

1
2
'

H
I

G
H
 
C

H
.
L
I

N
K
 
F
E

N
.

12'HIGH CHAIN LINK FENCE

BLOCK WALL

BRICK

WALL

6'HIGH CH.LINK FEN.

GATE

4'HIGH CHAIN LINK
FENCE

CONCRETE

WALK

4'HIGH CHAIN LINK FENCE

GATE

4
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 
F

E
N

C
E

4'H
IGH C

HAIN L
INK F

ENCE

GATE

B
L

O
C

K
 

C
U

R
B

ROOFED DUGOUT

GATE

B
L

O
C

K
 
 
 
C

U
R
B

FLAG

POLE

CONC.

SLAB
48.3'

CONC.

SLAB
47.6'

DROPPED

 CURB

DROPPED

 CURB

As indicated

CONTROL PLAN

SEDIMENT 

EROSION AND 

C-111

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

20 0 20 4010

SCALE IN FEET

LEGEND:

MATERIALS LEGEND:

IP INLET PROTECTION

GREY = EXISTING FEATURES.

BLACK = PROPOSED FEATURES.
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  precipitation. or trafficof

 volume high of events after and basis regular a on inspected be will surfaceGravel·

 required are repairs when or periodically added be will stoneAdditional·

  removal. sediment of means effective similaranother

 or vacuuming shoveling, sweeping, by removed be will  Sediments day. non-worka

 on occurs track-out if day working next the of end the by or day working same theof

 end the at sediments deposited remove will contractor areas, paved other orstreets

 off-site of surface the onto site the from tracked-out been has sedimentWhere·

 Soil or Sediment Stockpiled4.4

 wind. by removed being from soilprevent

 to anchored be shall cover stockpile  Each stockpile. the entering fromprecipitation

 prevent to mils 10 of thickness minimum a of sheeting plastic bycovered

 be shall stockpile soil  The stockpile. the from sediment of transport limit tosimilar,

 or fence, silt by surrounded be shall stockpile  The sheeting. the damage couldthat

 objects other and diameter in 1" than greater rocks of free be shall placed be tois

 sheeting the which on surface ground  The feet. 3 by sheets adjacent  Overlapmils.

 10 of thickness minimum a with sheeting plastic by underlain be shall stockpileEach·

 separately. stockpiled be will soil contaminated the - soilstained

 of presence or odor contains - contaminated apparently is that encountered is soilIf·

 Dust Minimize4.5

 required. as down wetted and monitored be willsurfaces

 soil  Exposed demand. conditions environmental and activity constructionthat

 day every dust controlling of purpose exclusive the for site on be will truck waterA·

 Slopes Steep of Disturbance the Minimize4.6

No steep slopes will be disturbed as part of this project.·

 Topsoil4.7

Aroostook winter rye at 2.5 pounds per 1,000 square feet.

1 pound per 1,000 square feet.  If seeding occurs in late fall or winter use

grading.  If this occurs in spring, summer or early fall seed with ryegrass at a rate of

Exposed topsoil shall be temporarily seeded within 7 days of placement and·

Landscape Plan - see Appendix.

Areas that will receive lawn shall be planted with sod in accordance with the·

 Restoration Soil4.8

pre-construction conditions.  

accordance with NYSDEC 2008 Specification to restore porosity to

Prior to planting of sod, existing soil is to be Deep Ripped and Decompacted in·

 Inlets Drain Storm4.9

 protection. requiring site the to adjacent or on inlets existing no areThere·

 details. the shall be installed as shown on protection inletconstruction. The

 during inlets drain storm new all shall be installed at protection fabricFilter·

 feasible. not is day worksame

 the by removal if day work following the of end the by or found is it which inday

 work same the of end the by sediment deposited the  remove will contractor ,inlet

 the to adjacent accumulation sediment of evidence is there  Wherecompromised.

 is performance and/or clogged, becomes fabric filter theaccumulates,

 sediment as protection inlet replace and remove or clean, willContractor·

 sediment. accumulated of dispose will he and contractor,the

 by inspected be will protection inlet intervals regular at and event storm eachAfter·

 STANDARDS PREVENTION POLLUTION 5:SECTION

 Pollution of Sources Potential5.1

 malfunctioning equipment to due spilled oilHydraulic·

 materials hazardous ofSpills·

 Vehicles or Equipment of Maintenance andFueling·

 Vehicles or Equipment ofWashing·

 Materials Hazardous including Materials Construction ofStorage·

 Applicators and Containers ofWashing·

 Place in Cast -Concrete·

Fertilizers·

 Debris Construction andLitter·

 Response and Prevention Spill5.2

 facility. waste approved an atof

 disposed and container sealed a in deposited be to are pads spill  Soiled spill. oftype

 any up clean immediately and site on pads spill absorbent maintain willContractor·

 site. the from material the remove and excavate toproceed

 immediately will contractor materials, hazardous of spillage a of event theIn·

 possible. as soon as (1-800-457-7362) Hotline Spill NYS the contact toproceed

 will contractor system, storm the entering pollutants spilled the of event theIn·

  Vehicles or Equipment of Maintenance and Fueling5.3

pad shall be placed underneath the connection of the fuel nozzle to the equipment.

project is restricted to the area shown on the drawings.  A portable containment

Fueling and maintenance of construction equipment that is being used on the·

weeks shall not be stored on the site.

Construction equipment that is not required for the work planned in the following 2·

trucks shall not be permitted on site. 

Fueling and maintenance of construction vehicles such as pick-up trucks and dump·

 Vehicles and Equipment of Washing5.4

Washing of vehicles is not permitted on site.·

 Substances Hazardous or Toxic and Chemicals Construction of Storage5.5

or other watertight structures.

All construction materials are to be stored a minimum of 6"off the ground in sheds·

are to be kept on site and accessible to all workers.

MSDS sheets for each product.  MSDS sheets for all products used on the project

Use and storage of toxic or hazardous substances are to be in accordance with·

with Section 5.2.

Spills of construction materials are to be cleaned up immediately in accordance·

 Materials Other or Stucco Paint, for used Containers and Applicators of Washing5.6

indicated on the drawings.

accordance with all applicable regulations.  Containers are to be located at the area

a commercial service that will deliver, pick up and dispose of the waste material in

masonry, paint and other coating products.  Washout containers will be provided by

Provide washout containers for wash water from application equipment for·

 Place in Cast - Concrete5.7

accordance with all applicable regulations.  

commercial service that will deliver, pick up and dispose of the waste material in

trucks and tools used in concrete.  Washout containers will be provided by a

Provide pre-fabricated washout container for washout of ready mixed concrete·

Concrete will be cured using chemical curing compounds.·

double containment in watertight enclosure

Form release oils and curing compounds stored on site shall be provided with·

described in 5.2

up any spilled compound with absorbent towels.  Spills are to be treated as

Avoid overspray of curing compounds and form release oils and immediately clean·

 Fertilizer5.8

1,000 square feet.

Prior to sodding Superphosphate will be applied to topsoil at the rate of 20 lbs per·

Fertilizer is to be applied with a mechanical spreader to ensure even distribution.·

the spreader.

If fertilizer is accidently dumped it shall be immediately cleaned up and returned to·

Fertilizers are to be stored in dry areas off the ground prior to use.·

 Waste Construction and Litter5.9

construction debris and waste.

Provide pre-fabricated dumpster from a licensed waste hauler for litter and·

Police site every day and clean up all littler and waste and place in container.·

capacity for clean-up and disposal of litter and waste on a daily basis.  

Arrange pick up of containers as required to ensure that there is always adequate·

 ACTIONSCORRECTIVE

 AND DESCRIPTION - CONTROLS SEDIMENT AND EROSION 4:SECTION

 drawings. SWPPP the on identified as measures control erosion specific are followingThe

 Controls Sediment Equivalent or Buffers Natural4.1

Not applicable·

 Fence Silt - Controls Perimeter4.2

. detail Fence Silt NYSDEC Standard theground as per

 the driven into properly shall be stakes Fence Silt site. the sides of and southeast

 the area along of disturbed edge gradient down the Fence shall be installed onSilt·

 fence. silt thethrough

 passes water the before sediment of deposition the encouraging and water offlow

 the slowing by disturbed been has soil the where runoff sediment control FencesSilt·

 properly. of disposed be and fence the ofheight

 the one-third reached has it when fence silt from removed be shall sedimentBuilt-up·

 Entrance Construction Stabilized - Track-Out Sediment4.3

drawings.

 the on shown location the at constructed be shall entrance constructionStabilized·

 earth. exposed andasphalt

 between area transition the at located be to is entrance constructionstabilized

 The off-site. sediment tracking from vehicles construction prevent to clothfilter

 with underlain pad aggregate stabilized a have shall entrance/exit constructionThe§

 conveyance.Stormwater

 any into sediments tracked-out sweeping or hosing from prohibited isContractor§
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TELEPHONE COMPANY AND

THE LONG ISLAND LIGHTING

COMPANY CITED IN

LIBER 10771 AT PAGE 69 AND

LIBER 10771 AT PAGE 73.

(
T
I

E
 

F
R

O
M
 

C
O

R
N

E
R
 

N
O

T
 

T
O
 

S
C

A
L

E
) ASPHALT PARKING AREA

BLOCK  CURB

EDGE OF VEGETATION

B
L

O
C

K
C

U
R

B

V
E

G
E

T
A

T
I

O
N

ASPHALT PARKING AREA

BLOCK

CURB

DUMPSTER
  SLAB

VEGETATION

6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

C.M.FND.

 0.1'N.

C.M.FND.

 0.2'S.

 0.8'W.

HIGH

TENSION

TOWER

RAILROAD RAILS

VEGETATION

EDGE OF VEGETATION

V
E

G
E

T
A

T
I

O
N

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

C.M.FND.

 0.1'N.

 0.1'E.

VEGETATION

HIGH

TENSION

TOWER

NAIL FND.

 0.1'S.

 0.3'W.

X

X

2
0

'

10
'

CURB

B
L

O
C

K
 
 
 

C
U

R
B

   WATER SERVICE

AS MARKED BY OTHERS

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

A
S
P

H
A

L
T
 
 
 
 
 

D
R
I

V
E

E
D

G
E
 

O
F
 
P

A
V

E
M

E
N

T

ASPHALT

DRIVE

EDGE 
OF 

PAVEMENT

1
 
S

T
O

R
Y
 

B
R
I

C
K
 

B
U
I

L
D
I

N
G

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

VEGETATION

LEACHING POOL

10'DIA.X 12'DEEP

WITH DOME

VEGETATION

VEGETATION

VEGETATION

5
0

'

BLOCK

  
  
  

  
  
  
  
  
  
  
  
  
  

R=60
00
''
  
  
    

  
L

=
1
5
3
.
1
6
'

R=6
0.

00
' 
 
L
=
5
5
.
6
5
'

L

L

L

L

L

XXXXXXXX

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X X X X

ELECTRIC EASEMENT CITED

IN LIBER 1184 AT PAGE 487

EXACT LOCATION AND WIDTH

NOT DESCRIBED APPROXIMATE C/L OF HIGH TENSION LINESAPPROXIMATE C/L OF HIGH TENSION LINES

LEACHING POOL

10'D.X 12'DEEP

   WITH SLAB

WATER SERVICE AS SHOWN ON

A SITE PLAN PREPARED BY

L.K.MCLEAN ASSOCIATES, P.C.

DATED MARCH 2015.

ELECT.

 BOX

ELECTRIC

  BOX

UTIL.

BOX

UTIL.

BOX

ELECTRIC

  BOX

UTILITY

POLE

LIGHT

POLE

LIGHT

POLE

LIGHT

POLE

LIGHT

POLE

IRRIG.

CONTROL
 BOX

GRATE

48.2'

LAMP

POST

ELECTRIC

TRANSFORMER

C.I.

COVER

C.I.

COVER

C.I.

COVER

WATER

METER

WATER

METER

WATER

METER

WATER

VALVE

WATER

VALVES

WATER

VALVE

WATER

VALVES

WATER

VALVE

WATER

VALVE

WATER

VALVE

GRATE

45.4'

GRATE

45.6'

GRATE

45.6'

GRATE

45.5'
GRATE

45.8'
GRATE

45.5'

GRATE

45.1'

GRATE

44.7'

GRATE

58.7'

GAS

METER

GAS

METER

0.5'D.

CHERRY

0.6'D.

CHERRY

0.8'D.

CHERRY

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREES

0.5'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE0.7'D.

TREE
0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.3'D.

TREE

1.3'D.

TREE

1.3'D.

TREE

1.6'D.

TREE

1.6'D.

TREE

1.7'D.

TREE

1.7'D.

TREE

1.8'D.

TREE

3.0'D.

TREE

 TRIPLE

  TREE
0.7'D.,
0.3'D. AND
0.5'D.

TREE CLUMP

0.7'D.,
0.7'D. AND
0.5'D.

TWIN TREE

0.7'D. AND
 0.6'D.

TREE CLUMP

1.0'D.,
0.9'D. AND
0.5'D.

TREE CLUMP

0.8'D.,
0.6'D. AND
0.2'D.

TREE CLUMP

0.6'D.,
0.5'D. AND
0.4'D.

TREE CLUMP

0.7'D.,
0.6'D. AND
0.5'D.

 TRIPLE

  TREE
0.6'D. EA.

 TRIPLE

  TREE
0.5'D. EA.

TREE CLUMP

0.7'D.,
0.6'D. AND
0.6'D.

TWIN TREE

0.8'D. AND
 0.7'D.

TWIN TREE

0.8'D. AND
 0.5'D.

TWIN TREE

0.7'D. AND
 0.4'D.

TWIN TREE

0.7'D. EA.

TWIN TREE

0.7'D. AND
 0.5'D.

TWIN TREE

0.5'D. AND
 0.3'D.

TWIN TREE

0.6'D. AND.
 0.8'D.

TWIN TREE

0.8'D. AND
  0.7'D.

TWIN TREE

0.5'D. AND
  0.4'D.

TWIN TREE

0.5'D. AND
  0.4'D.

TWIN TREE

1.1'D. AND
 1.0'D.

TWIN TREE

0.6'D. AND
 0.5'D

TWIN TREE

0.5'D. AND
 0.4'D.

TWIN TREE

0.5'D. AND
 0.4'D.

TWIN TREE

0.6'D. AND
  0.5'D.

TWIN TREE

0.8'D. AND
 0.6'D.

TWIN TREE

1.0'D. AND
 0.8'D.

TWIN TREE

0.5'D. EA.

TWIN TREE

0.7'D. AND
  0.6'D.

TWIN TREE

1.2'D. EA.

TWIN TREE

0.5'D. EA.

TWIN TREE

0.6'D. AND
  0.4'D.

D

D

D D

D

D

D

D

W

W

W

W

W

D

D

D

D D D D D

W

W

D DD D

D DD

D

W

W

D

D

D

D

D

D

D D

D
D

D
D

D

D

PAD W/ ACCESS

TRANSFORMER

8'X8'
GENERATOR

4
6
'-

1
1
"

155'-4"

2
1
4
'-

7
"

1
3

'-
0

"
2

4
'-

0
"

8'-0"

5
5
'-

0
"

20'-0"

20'-0"

2
4
'-

0
"

AMBULANCE

VISITOR PARKING

EMERGENCY ROOM

ONLY

STAFF
1
8
'-

0
"

10'-0"

24'-0
"

10' X 18' SPACES

14 SPACES + 1 ADA

OVERHANG

BUILDING

1
8

'-
0

"
1

0
'-

0
"

11'-0"5'-0"

10' X 18' SPACES

51 SPACES + 6 ADA

ADA

2
2
'-

0
"

2
5
'-

0
"

8
'-

0
"

68'-10"30'-0"

2
4
'-

0
"

24'-0"

24'-0"

2
4
'-

0
"

T
W

 =
 5

2
.0

TW = 52.0

8 4

2

7

7

7

6

6

18

6

STATIONS (2)

CHARGING

ELECTRIC CAR

ADA

1

SIGN

DIRECTIONAL

SIGN

MONUMENT

SIGN

DIRECTIONAL

STATIONS (2)

CHARGING

ELECTRIC CAR

ENTRY

SERVICE

TERRACE

PICNIC AREA

PUBLIC PARKING AREA

PARKING

STAFF

ENCLOSURE

TRASH

TERRACE

GARAGE

ENTRY

OUTPATIENT

ENTRY

DEPARTMENT

EMERGENCY

ENTRY

AMBULANCE

DROP-OFF ZONE

DELIVERIES

TERRACE

ARRIVAL

AMBULANCE

4
'-

1
0

"

1
6
2
'-

2
"

COURT

VOLLEYBALL

INFORMAL

GATE

SECURITY

GATE

SECURITY

C-131

SITE PLAN

As indicated

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

DRAWINGS

LANDSCAPE - SEE LANDSCAPING 

PM1

P5 CONCRETE - PEDESTRIAN RAMP

NOTES:

OF ANY DISCREPANCIES.

STARTING WORK.  NOTIFY ARCHITECT

DIMENSIONS AND ELEVATION PRIOR TO 

1. CONTRACTOR TO FIELD VERIFY EXISTING

20 0 20 4010

SCALE IN FEET

MATERIALS LEGEND:

CONCRETE CURB

LEGEND:

C1

P1

CONCRETE PAVEMENT - WALKWAYP2

4" STRIPING (WHITE)

GREY = EXISTING FEATURES

BLACK = PROPOSED WORK

P3 CONCRETE PAVERS

C2 CONCRETE DROP CURB

ASPHALT PAVEMENT - ROADWAY

L1

CB DRAINAGE - CATCH BASIN

-

-8

-

KEY NOTES:

1

2

3

4

5

6

7

8

-

-

-

-

-

-

CROSSWALK STRIPING (WHITE)PM2

PARKING SPACE COUNT

PM3
(BLUE)

ACCESSIBLE PARKING ACCESS AISLE

PM4
(BLUE)

INTERNATIONAL HANDICAP SYMBOL

LP LIGHTING BY OTHERS

P4 GRAVEL

RETAINING WALL - SEGMENTAL RW

D

SIGN - ACCESSIBLE PARKINGSG1

SIGN - VAN ACCESSIBLE PARKINGSG2

SIGN - ACCESS AISLESG3

EXPANSION JOINTEJ

CONTROL JOINTCJ

W

DW1

DW2
CASTING

DRAINAGE - DRYWELL-INLET

CASTING

DRAINAGE - DRYWELL-SOLID 

DB DRAINAGE - DRAIN BASIN

SLP
CASTING

SANITARY - LEACHING POOL

WATER - FIRE HYDRANTFH

WATER - VALVEWV

(WHITE)

DIRECTION OF TRAFFIC ARROWS
PM4

UTILITY LEGEND:

10

CS CAR STOP

N

C1 C2P2 L1P1

PM3 PM4

L1

L1

LP

LP

C1

L1 PM2

TYP.

TYP.TYP.

P3

PM1

P4

P4

P2

L1

C1

P1

EDGE OF PAVEMENT

EDGE OF PAVEMENT

EDGE OF PAVEMENT

EDGE OF PAVEMENT

EDGE OF PAVEMENT

E
D

G
E

 O
F

 P
A

V
E

M
E

N
T

E
D

G
E
 O

F
 P

A
V

E
M

E
N

T

E
D

G
E

 O
F

 P
A

V
E

M
E

N
T

C1

P2

P3

P3

P2

L1

L1

C1

RW

PM2

13'-8"

EJCJ

EJCJ P2 P4

L1

1
2
'-
0
" 2

3
'-7

"

P4P4P2P4P5

C2

SLP

C1 PM1

P1 C1 CBPM4

TYP.TYP.TYP.

C1

PM3

PM4

SG2

C2

CB

WV

LP

FH

WV

WV

L1

PM4
DB

TYP.

DBDBDBDBDB

DW1

L1L1 L1

L1

TYP.

SG3SG2 SG1

TYP. TYP.
TYP.

L1L1

WV

FH

CB

CS

CS

TYP.

DB

TYP.

P2



44

44

44

4
6

46

46 46

48

4
8

48

4
8

48

48

48

4848

48
5050

50

5
0

50

50

50

50

5
0

52

52

52

5
2

52

54

54

54

54

54

54

5
6

56

58

P
A

N
T
I
G

O
P

L
A

C
E

MONTAUK HIGHWAY

(S.R. 27)

M.T.A.  &  L.I.R.R.

N
/

F
 

T
O

W
N
 

O
F
 

E
A

S
T
 

H
A

M
P

T
O

N

N
/

F
 

S
U

F
F

O
L

K
 

C
O

U
N

T
Y
 

W
A

T
E

R
 

A
U

T
H

O
R
I

T
Y

LOT 2
SUBDIVISION MAP OFPOSPISIL ASSOCIATES

FILE NO.8623  FILED: SEPTEMBER 28, 1988

LOT 4
SUBDIVISION MAP OF

POSPISIL ASSOCIATES
FILE NO.8623  FILED: SEPTEMBER 28, 1988

PROPOSED 20'WIDE S.C.W.A. EASEMENT

(AS SHOWN ON FILED SUBDIVISION MAP)

     (CURRENT STATUS UNKNOWN)

50' WIDE NATURAL VEGETATION

BUFFER CITED IN DECLARATION

FILED IN LIBER 10736 AT

PAGE 427, PARAGRAPH 5

10' WIDE EASEMENT

IN FAVOR OF NEW YORK

TELEPHONE COMPANY AND

THE LONG ISLAND LIGHTING

COMPANY CITED IN

LIBER 10771 AT PAGE 69 AND

LIBER 10771 AT PAGE 73.

(
T
I

E
 

F
R

O
M
 

C
O

R
N

E
R
 

N
O

T
 

T
O
 

S
C

A
L

E
) ASPHALT PARKING AREA

BLOCK  CURB

EDGE OF VEGETATION

B
L

O
C

K
C

U
R

B

V
E

G
E

T
A

T
I

O
N

ASPHALT PARKING AREA

BLOCK

CURB

DUMPSTER
  SLAB

VEGETATION

6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

C.M.FND.

 0.1'N.

C.M.FND.

 0.2'S.

 0.8'W.

HIGH

TENSION

TOWER

RAILROAD RAILS

VEGETATION

EDGE OF VEGETATION

V
E

G
E

T
A

T
I

O
N

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

C.M.FND.

 0.1'N.

 0.1'E.

VEGETATION

HIGH

TENSION

TOWER

NAIL FND.

 0.1'S.

 0.3'W.

X

X

2
0

'

10
'

CURB

B
L

O
C

K
 
 
 

C
U

R
B

   WATER SERVICE

AS MARKED BY OTHERS

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

A
S
P

H
A

L
T
 
 
 
 
 

D
R
I

V
E

E
D

G
E
 

O
F
 
P

A
V

E
M

E
N

T

ASPHALT

DRIVE

EDGE 
OF 

PAVEMENT

1
 
S

T
O

R
Y
 

B
R
I

C
K
 

B
U
I

L
D
I

N
G

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

VEGETATION

LEACHING POOL

10'DIA.X 12'DEEP

WITH DOME

VEGETATION

VEGETATION

VEGETATION

5
0

'

BLOCK

L

L

L

L

L

XXXXXXXX

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X X X X

ELECTRIC EASEMENT CITED

IN LIBER 1184 AT PAGE 487

EXACT LOCATION AND WIDTH

NOT DESCRIBED APPROXIMATE C/L OF HIGH TENSION LINESAPPROXIMATE C/L OF HIGH TENSION LINES

  SPOT

ELEVATION

(TYPICAL)

LEACHING POOL

10'D.X 12'DEEP

   WITH SLAB

ELECT.

 BOX

ELECTRIC

  BOX

UTIL.

BOX

UTIL.

BOX

ELECTRIC

  BOX

UTILITY

POLE

LIGHT

POLE

LIGHT

POLE

LIGHT

POLE

LIGHT

POLE

49.6'

GRATE

48.2'

LAMP

POST

ELECTRIC

TRANSFORMER

C.I.

COVER

C.I.

COVER

C.I.

COVER

WATER

METER

WATER

METER

WATER

METER

WATER

VALVE

WATER

VALVES

WATER

VALVE

WATER

VALVES

WATER

VALVE

WATER

VALVE

WATER

VALVE

GRATE

45.4'

GRATE

45.6'

GRATE

45.6'

GRATE

45.5'
GRATE

45.8'
GRATE

45.5'

GRATE

45.1'

GRATE

44.7'

GRATE

58.7'

GAS

METER

GAS

METER

47.5'

47.6'

47.7'

47.7'

47.9'

48.1'48.2'

48.6'
49.4'

48.9'

48.5'

48.8'

48.7'

48.5'

48.8'

48.3'

48.5'

48.5'

48.5'

48.5'

48.2'

48.5'

51.9'

51.6'

48.7'

48.6'

48.2'
48.6'

48.7'

48.5'

47.7'

47.2'

47.9'
47.5'48.1'

47.9'

47.7'

48.0'

47.1'47.4'

47.7'
47.7'

47.2'

47.4'

47.6'

47.8'

47.9'

47.8'

47.6'
47.4'

47.6'47.3'47.1'

47.3'

47.5'

47.8'
47.7'

50.0'

49.6'

49.6'

49.5'

49.3'

49.2' 48.7'

47.3'

47.2'

47.1'

48.2'

48.2'

48.4'

48.6'
48.8'

49.3'

48.9'

47.8'

48.3'

48.8'

48.9'
49.0'

48.7'

48.4'

48.4'

48.3'

48.5'48.6'

48.6'

47.9'

48.9'

48.7'

48.6'

48.6'

48.6'

47.1'
47.5' 47.7' 47.8'

48.0'

47.9'
47.8'

47.6'

47.7'

47.4' 47.2'

47.8' 47.5'

47.9'

47.5'

48.3'

48.6'

49.2'

48.5'

48.5'48.8'

49.7'49.7'
49.6'

47.6'

47.1'

49.7'

49.5'

50.1'

49.8'

49.6'

49.7'

49.6'

49.5'

49.7'

49.6'
49.5'

49.6'

49.6'

49.5'

49.7'

49.7'

49.5'

49.5'

49.8'

49.7'

49.8'

49.8'

49.8'

49.9'

49.8'

49.6'

49.7'

49.6'

50.3'

48.9'

48.4'

49.3'

48.4'

48.9'

48.8'

49.2'

49.0'

49.2'

49.1'

49.4'

49.7'

49.6'

49.6'
49.6'

49.2'

49.2'

48.5'

48.5'

48.6'

48.8'

48.6'

48.7'

48.4'

48.7'

48.7'

49.2'

49.3'

49.4'

48.1'

49.6' 49.4'

49.8'

50.1'

50.2'

49.7'

49.2'

49.0'

49.2'

48.9'

49.4'

49.5'

49.7'

49.5'

49.3'

49.3'

49.6'

49.0'

48.4'

48.7'
48.8'

48.7'

50.4'

48.9'

48.8'

48.7'

48.0'

52.4'

48.7'

48.2'

49.5'

48.3'

50.4'

49.7'

50.9'

48.7'

48.8'

48.5'

49.1'

50.0'

49.9'

49.7'

49.5'

49.5'

49.5'

49.7'

49.7'

49.1'

49.5'

49.1'

49.2'

49.2'

48.8'

49.2'
49.3'

49.3'

49.3'

49.3'

49.4'

49.5'

49.2'

49.3'

49.3'

49.3'

49.1'

49.9'

49.7'

49.9'

50.5'

50.3'

50.2'

50.0'

50.6'

50.9'

50.2'
50.4'

50.8'

51.5'

50.6'

54.4'

55.6'

56.7'

52.4'

52.4'

52.1'

52.3'

52.4'

52.3'

52.3'

51.5'
51.3'

51.2'

51.7'

51.7'

51.8'

55.7'

51.1'

50.7'

50.3'

49.7'

49.3'

48.7'

48.8'

48.3'

49.1'

49.6'

49.2'

49.6'

48.7'

49.1'

49.5'

49.3'

48.7'

48.3'

48.5'

47.7'

47.9'

49.5'

47.8'

47.2'

47.1'

47.2'

50.8'

48.2'

49.4'

49.4'

48.2'

49.5'

49.6'

50.5'

50.3'

51.7'

50.2'

47.9'

51.2'

51.6'

52.8'

50.9'

51.1'

51.0' 52.1'

43.1'42.3'

51.8'

43.3' 44.1'

54.8'

51.6'51.8'

50.1'

49.5'

55.7'

55.6'

44.6'44.5'

51.5'50.9'

44.8'

52.6'

53.3'

53.3'

42.0'

GRATE

48.3'

GRATE

49.2'

TC48.6'TC49.7'

TC49.5'

BC49.0'

TC48.5'

BC48.1'

TC48.2'

GRATE

47.7'

TC48.1'

BC47.8'

TC48.1'

BC48.3'

TC48.2'

BC47.8'
TC48.4'

BC48.1'

TC48.6'

BC48.2'

TC48.6'

BC48.4'

BC48.3'

TC48.5'

TC49.6'

BC49.3'

TC49.9'

TC49.8'

BC49.5'

TC49.9'

BC49.4'

TC49.7'

BC49.4'

TC47.8'

BC47.7'

TC47.1'

BC46.9'

TC47.2'

TC47.1'

TC47.0'
TC47.7'

BC47.4'

TC47.6'

BC47.2'

GRATE

46.7'

TC47.0'

BC46.9'

TC47.2'

BC46.9'
TC46.9'

GRATE

46.4'

BC47.6'

TC48.0'

BC47.2'

TC48.2'

TC48.1'

BC47.3'TC47.7'

BC47.4'

TC47.3'

BC47.1'

GRATE

47.1'

TC47.8'

BC47.5'

TC48.1'TC48.2'

 47.6'

TC47.5'

BC47.2'

GRATE

46.4'

TC47.0'

TC47.4'

TC47.5'

 46.9'

TC47.8'

BC47.3'

TC47.5'

BC47.2'

TC47.4'

BC47.2'

TC47.6'

BC47.3'

TC47.8'

BC47.4'

TC48.0'

BC47.7'

BC47.7'

TC47.9'

49.1'

TW50.9'

SLAB 48.9'

T
W
5
1
.
2
'

51.0'

S
L

A
B
 
4
9
.
0
'

48.8'

49.3'
49.3'

49.1'

49.2'

S
L

A
B

 4
9

.4
'

T
W

5
1

.5
'

TW51.1'

SLAB 49.1'

49.3'

49.1'

48.9'

49.1'

56.2'

50.8'

50.8'

51.3'

53.3'

54.5'

58.7'

60.2'

55.4'

59.7'

59.3'

55.5'

55.9'

55.4'

56.5'

55.4'
48.2'

48.5'

48.1'

48.3'
48.5'

47.8'

55.5'

55.5'

52.7'

52.4'

52.4'

52.6'

GRATE

52.9'

GRATE

52.9'

GRATE

52.5'

GRATE

52.6'

GRATE

52.7'

GRATE

52.4'

GRATE

52.7'

47.5'

47.8'

47.5'

47.8'

47.9'

47.8'
49.4'

48.7'

48.6'

47.4'

47.5'

47.5'

48.6'

47.9'

47.9'

47.8'

45.1'
45.3'

44.8'

45.2'

45.2'

45.1'

47.6'

47.8'

47.7'

47.6'

47.8'

47.2'

47.2'47.6'

47.8'47.9'

48.2'

46.9'
46.9' 47.1'

47.8'

47.3'

47.2'

46.7'

46.6'

47.1'

47.8'

47.8'

47.7'

47.6'

47.9'

47.5'

47.9'TC49.5'

BC49.2'
BC49.3'

TC49.6'

TC49.1'

BC48.9'

49.1'

TC49.2'

BC49.0'

48.6'

BC48.7'

TC49.2'

TC49.1'

BC48.9'

TC48.9'

BC48.7'

TC49.0'

BC48.8'

TC49.3'

GRATE48.6'

49.5'

BC49.5'

TC50.0'

BC49.5'

TC50.0'

BC48.5'

BC48.4'

BC48.1'

BC48.5'

BC48.6'
TC48.8'

BC48.5'

TC48.8'

48.5'

BC48.6'

TC49.3'

BC49.0'

59.6'

59.3'

58.8'

59.9'

0.5'D.

CHERRY

0.6'D.

CHERRY

0.8'D.

CHERRY

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREES

0.5'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE0.7'D.

TREE
0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.3'D.

TREE

1.3'D.

TREE

1.3'D.

TREE

1.6'D.

TREE

1.6'D.

TREE

1.7'D.

TREE

1.7'D.

TREE

1.8'D.

TREE

3.0'D.

TREE

 TRIPLE

  TREE
0.7'D.,
0.3'D. AND
0.5'D.

TREE CLUMP

0.7'D.,
0.7'D. AND
0.5'D.

TWIN TREE

0.7'D. AND
 0.6'D.

TREE CLUMP

1.0'D.,
0.9'D. AND
0.5'D.

TREE CLUMP

0.8'D.,
0.6'D. AND
0.2'D.

TREE CLUMP

0.6'D.,
0.5'D. AND
0.4'D.

TREE CLUMP

0.7'D.,
0.6'D. AND
0.5'D.

 TRIPLE

  TREE
0.6'D. EA.

 TRIPLE

  TREE
0.5'D. EA.

TREE CLUMP

0.7'D.,
0.6'D. AND
0.6'D.

TWIN TREE

0.8'D. AND
 0.7'D.

TWIN TREE

0.8'D. AND
 0.5'D.

TWIN TREE

0.7'D. AND
 0.4'D.

TWIN TREE

0.7'D. EA.

TWIN TREE

0.7'D. AND
 0.5'D.

TWIN TREE

0.5'D. AND
 0.3'D.

TWIN TREE

0.6'D. AND.
 0.8'D.

TWIN TREE

0.8'D. AND
  0.7'D.

TWIN TREE

0.5'D. AND
  0.4'D.

TWIN TREE

0.5'D. AND
  0.4'D.

TWIN TREE

1.1'D. AND
 1.0'D.

TWIN TREE

0.6'D. AND
 0.5'D

TWIN TREE

0.5'D. AND
 0.4'D.

TWIN TREE

0.5'D. AND
 0.4'D.

TWIN TREE

0.6'D. AND
  0.5'D.

TWIN TREE

0.8'D. AND
 0.6'D.

TWIN TREE

1.0'D. AND
 0.8'D.

TWIN TREE

0.5'D. EA.

TWIN TREE

0.7'D. AND
  0.6'D.

TWIN TREE

1.2'D. EA.

TWIN TREE

0.5'D. EA.

TWIN TREE

0.6'D. AND
  0.4'D.

D

D

D D

D

D

D

D

D

D

D

D D D D D

D DD D

D DD

D

D

D

D

D

D

D

D D

D
D

D
D

D

D

POROUS PIPE

OVERHANG

BUILDING

T
W

 =
 5

2
.0

TW = 52.0

FF=50.15

FF=50.15 FF=50.15

FF=50.15

FF=50.15
FF=50.15 FF=50.15

ENTRY

SERVICE

TERRACE

PICNIC AREA

PUBLIC PARKING AREA

PARKING

STAFF

ENCLOSURE

TRASH

TERRACE

GARAGE

ENTRY

OUTPATIENT

ENTRY

DEPARTMENT

EMERGENCY

ENTRY

AMBULANCE

DROP-OFF ZONE

DELIVERIES

TERRACE

ARRIVAL

AMBULANCE

49.79BC

49.83TC

49.12P

49.60BC

49.76TC

49.39BC

49.89TC

49.60BC

50.10TC

49.49BC

49.99TC

49.49BC

49.99TC

48.71BC

49.21TC

49.56BC

50.06TC
49.49BC

49.99TC

49.33BC

49.33TC

49.25BC

49.75TC

49.42BC

49.92TC

49.02BC

49.52TC

48.84BC

49.34TC

49.44P
49.15P

49.00P

49.49BC

49.99TC

49.29BC

49.79TC

49.30BC

49.80TC

48.90BC

49.40TC
49.05BC

49.55TC

49.49BC

49.99TC

49.24BC

49.74TC

49.24BC

49.74TC

48.87BC

49.37TC

49.15P 49.57P

49.13BC

49.63TC

48.71BC

49.21TC

49.50BC

50.00TC

49.44BC

49.94TC 49.84P
49.71P

48.72C

49.22TC

49.19BC

49.69TC

49.59P

49.72P

49.89BC

49.89TC

49.89BC

49.89TC

49.90P 50.05P

50.05P49.90P

50.17P

49.95P

50.09P

49.65P

50.28P

49.74BC

50.24TC

49.49BC

49.99TC

49.31BC

49.81TC

49.65P
49.38P

49.13BC

49.63TC

48.68BC

48.68TC
49.99P

48.49BC

48.99TC

48.67BC

49.17TC

49.27P

49.00P

49.27P

49.43P

49.03P

49.99P

49.45BC

49.95TC

49.45P

48.86P

47.22P

46.0 RIM

47.40P 47.80P

47.12P

47.40P

48.30P
47.80P

47.70BC

48.20TC

47.80BC

48.30TC

48.80BC

49.30TC

48.80BC

49.30TC

49.25BC

49.75TC

48.75BC

49.25TC

COURT

VOLLEYBALL

INFORMAL

46.0 RIM 46.0 RIM 46.0 RIM 46.0 RIM

49.0 RIM

48.4 RIM

47.0 RIM

46.2

46.2
46.4

46.4

46.6

46.6

46.8

46.847.0

47.0

47.2

47.2

47.2

47.4

47.4

47.6

47.6

47.8

48.0

48.2

48.4

48.6

48.8

49.0

49.0

49.0

49.2

49.2

49.4

49.4

49.6

49.8

AREA 2

AREA 6

AREA 1

AREA 4AREA 3

AREA 5

16

105.25P

50.22TC

FF=51.1 PROPOSED FINISH FLOOR ELEVATION

PROPOSED TOP OF CURB ELEVATION

PROPOSED PAVEMENT ELEVATION

EXISTING PAVEMENT ELEVATION

PROPOSED CONTOUR

EXISTING CONTOUR

GRADING LEGEND:

48.8'

102

NOTES:

OF ANY DISCREPANCIES.

STARTING WORK.  NOTIFY ARCHITECT

DIMENSIONS AND ELEVATION PRIOR TO 

1. CONTRACTOR TO FIELD VERIFY EXISTING

I=39.50 PROPOSED PIPE INVERT ELEVATION

DW1 10' DIA. DRYWELL-SOLID CASTING

20 0 20 4010

SCALE IN FEET

MATERIALS LEGEND:

LEGEND:

GREY = EXISTING FEATURES

BLACK = PROPOSED WORK

CB CATCH BASIN

PROPOSED BOTTOM OF CURB ELEVATION49.80BC

PROPOSED RIM ELEVATIONR=49.00

POROUS PIPE

SEDIMENTATION TANKSST DD

D

DW2 10' DIA. DRYWELL-INLET

COVER

PVC DRAIN BASIN WITH SOLID 

COVER

PVC DRAIN BASIN WITH SLOTTED

DB1

DB2

D

STORM DRAIN

TW=52.0 PROPOSED TOP OF WALL ELEVATION

DRAINAGE PLAN

GRADING AND 

C-141

As indicated

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

N

WALL

RETAINING

LEADER

CB

GENERATOR PAD



P
A

N
T
I
G

O
P

L
A

C
E

MONTAUK HIGHWAY

(S.R. 27)

M.T.A.  &  L.I.R.R.

N
/

F
 

T
O

W
N
 

O
F
 

E
A

S
T
 

H
A

M
P

T
O

N

N
/

F
 

S
U

F
F

O
L

K
 

C
O

U
N

T
Y
 

W
A

T
E

R
 

A
U

T
H

O
R
I

T
Y

LOT 2
SUBDIVISION MAP OFPOSPISIL ASSOCIATES

FILE NO.8623  FILED: SEPTEMBER 28, 1988

LOT 4
SUBDIVISION MAP OF

POSPISIL ASSOCIATES
FILE NO.8623  FILED: SEPTEMBER 28, 1988

PROPOSED 20'WIDE S.C.W.A. EASEMENT

(AS SHOWN ON FILED SUBDIVISION MAP)

     (CURRENT STATUS UNKNOWN)

50' WIDE NATURAL VEGETATION

BUFFER CITED IN DECLARATION

FILED IN LIBER 10736 AT

PAGE 427, PARAGRAPH 5

10' WIDE EASEMENT

IN FAVOR OF NEW YORK

TELEPHONE COMPANY AND

THE LONG ISLAND LIGHTING

COMPANY CITED IN

LIBER 10771 AT PAGE 69 AND

LIBER 10771 AT PAGE 73.

(
T
I

E
 

F
R

O
M
 

C
O

R
N

E
R
 

N
O

T
 

T
O
 

S
C

A
L

E
) ASPHALT PARKING AREA

BLOCK  CURB

EDGE OF VEGETATION

B
L

O
C

K
C

U
R

B

V
E

G
E

T
A

T
I

O
N

ASPHALT PARKING AREA

BLOCK

CURB

DUMPSTER
  SLAB

VEGETATION

6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E
6
'

H
I

G
H
 

C
H

A
I

N
 

L
I

N
K
 

F
E

N
C

E

C.M.FND.

 0.1'N.

C.M.FND.

 0.2'S.

 0.8'W.

HIGH

TENSION

TOWER

RAILROAD RAILS

VEGETATION

EDGE OF VEGETATION

V
E

G
E

T
A

T
I

O
N

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

C.M.FND.

 0.1'N.

 0.1'E.

VEGETATION

HIGH

TENSION

TOWER

NAIL FND.

 0.1'S.

 0.3'W.

X

X

2
0

'

10
'

CURB

B
L

O
C

K
 
 
 

C
U

R
B

   WATER SERVICE

AS MARKED BY OTHERS

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

A
S
P

H
A

L
T
 
 
 
 
 

D
R
I

V
E

E
D

G
E
 

O
F
 
P

A
V

E
M

E
N

T

ASPHALT

DRIVE

EDGE 
OF 

PAVEMENT

1
 
S

T
O

R
Y
 

B
R
I

C
K
 

B
U
I

L
D
I

N
G

E
D

G
E
 

O
F
 

V
E

G
E

T
A

T
I

O
N

VEGETATION

LEACHING POOL

10'DIA.X 12'DEEP

WITH DOME

VEGETATION

VEGETATION

VEGETATION

5
0

'

BLOCK

  
  
  

  
  
  
  
  
  
  
  
  
  

R=60
00
''
  
  
    

  
L

=
1
5
3
.
1
6
'

R=6
0.

00
' 
 
L
=
5
5
.
6
5
'

L

L

L

L

L

C
A

T
V

C
A

T
V

C
A

T
V

C
A
T

V

C
A
T

V

C
A

T
V

C
A

T
V

C
A

T
V

W
W

W

WWW

W
WW

WWWWWWWW
W

W

XXXXXXXX

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X X X X

ELECTRIC EASEMENT CITED

IN LIBER 1184 AT PAGE 487

EXACT LOCATION AND WIDTH

NOT DESCRIBED

UNDERGROUND

CABLE T.V.

SERVICE AS

MARKED BY

OTHERS

APPROXIMATE C/L OF HIGH TENSION LINESAPPROXIMATE C/L OF HIGH TENSION LINES

LEACHING POOL

10'D.X 12'DEEP

   WITH SLAB

   WATER SERVICE

AS MARKED BY OTHERS

WATER SERVICE

AS SHOWN ON A

SITE PLAN PREPARED

BY L.K.MCLEAN

ASSOCIATES, P.C.

DATED MARCH 2015

HYDRANT

ELECT.

 BOX

ELECTRIC

  BOX

UTIL.

BOX

UTIL.

BOX

ELECTRIC

  BOX

UTILITY

POLE

LIGHT

POLE

LIGHT

POLE

LIGHT

POLE

LIGHT

POLE

IRRIG.

CONTROL
 BOX
49.6'

GRATE

48.2'

LAMP

POST

ELECTRIC

TRANSFORMER

C.I.

COVER

C.I.

COVER

C.I.

COVER

WATER

METER

WATER

METER

WATER

METER

WATER

VALVE

WATER

VALVES

WATER

VALVE

WATER

VALVES

WATER

VALVE

WATER

VALVE

WATER

VALVE

GRATE

45.4'

GRATE

45.6'

GRATE

45.6'

GRATE

45.5'
GRATE

45.8'
GRATE

45.5'

GRATE

45.1'

GRATE

44.7'

GRATE

58.7'

GAS

METER

GAS

METER

47.5'

47.6'

47.7'

47.7'

47.9'

48.1'48.2'

48.6'
49.4'

48.9'

48.5'

48.8'

48.7'

48.5'

48.8'

48.5'

48.5'

48.5'

48.5'

48.2'

48.5'

51.9'

51.6'

48.7'

48.6'

48.2'
48.6'

48.7'

48.5'

47.7'

47.2'

47.9'
47.5'48.1'

47.9'

47.7'

48.0'

50.0'

49.6'

49.5'

49.3'

49.2'

48.3'

49.2'

48.5'

49.7'

49.5'

48.1'

49.6' 49.4'

49.8'

50.1'

50.2'

49.7'

49.2'

49.2'

49.4'

48.7'
48.8'

48.7'

50.4'

48.9'

48.8'

48.7'

48.0'
48.7'

49.5'

48.3'

50.4'

49.7'

50.9'

48.7'

48.8'

48.5'

49.1'

49.1'

51.5'

50.6'

54.4'

55.6'

56.7'

52.4'

52.4'

52.1'

52.3'

52.4'

52.3'

52.3'

55.7'

51.1'

48.8'

49.6'

48.7'

49.3'

48.3'

47.7'

49.5'

47.8'

47.2'

47.1'

47.2'

50.8'

48.2'

49.4'

49.4'

48.2'

49.5'

49.6'

50.5'

50.3'

51.7'

50.2'

47.9'

51.2'

51.6'

52.8'

50.9'

51.1'

51.0' 52.1'

43.1'42.3'

51.8'

43.3' 44.1'

54.8'

51.6'51.8'

50.1'

49.5'

55.7'

55.6'

44.6'44.5'

51.5'50.9'

44.8'

52.6'

53.3'

53.3'

42.0'

GRATE

48.3'

GRATE

49.2'

TC48.6'TC49.7'

TC49.5'

BC49.0'

TC48.6'

BC48.4'

BC48.3'

TC48.5'

TC49.6'

BC49.3'

TC49.9'

TC49.8'

BC49.5'

TC49.9'

BC49.4'

TC49.7'

BC49.4'

GRATE

46.7'

56.2'

50.8'

50.8'

51.3'

53.3'

54.5'

58.7'

60.2'

55.4'

59.7'

59.3'

55.5'

55.9'

55.4'

56.5'

55.4'
48.2'

48.5'

48.1'

48.3'
48.5'

47.8'

55.5'

55.5'

52.7'

52.4'

52.4'

52.6'

GRATE

52.9'

GRATE

52.9'

GRATE

52.5'

GRATE

52.6'

GRATE

52.7'

GRATE

52.4'

GRATE

52.7'

47.5'

47.8'

47.5'

47.8'

47.9'

47.8'
49.4'

48.7'

48.6'

47.4'

47.5'

47.5'

48.6'

47.9'

47.9'

47.8'

45.1'
45.3'

44.8'

45.2'

45.2'

45.1'

47.6'

47.8'

47.7'

47.6'

47.8'

47.2'

47.2'47.6'

47.8'47.9'

48.2'

46.9'
46.9' 47.1'

47.8'

47.3'

47.2'

46.7'

46.6'

47.1'

47.8'

47.8'

47.7'

47.6'

47.9'

47.5'

47.9'TC49.5'

BC49.2'
BC49.3'

TC49.6'

49.1'

TC49.2'

BC49.0'

48.6'

TC49.1'

BC48.9'

TC48.9'

BC48.7'

TC49.3'

GRATE48.6'

49.5'

BC49.5'

TC50.0'

BC49.5'

TC50.0'

BC48.5'

BC48.6'
TC48.8'

BC48.5'

TC48.8'

48.5'

BC48.6'

TC49.3'

BC49.0'

59.6'

59.3'

58.8'

59.9'

0.5'D.

CHERRY

0.6'D.

CHERRY

0.8'D.

CHERRY

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE
0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREE

0.5'D.

TREES

0.5'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.6'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE0.7'D.

TREE
0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.7'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.8'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

0.9'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.0'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.1'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.2'D.

TREE

1.3'D.

TREE

1.3'D.

TREE

1.3'D.

TREE

1.6'D.

TREE

1.6'D.

TREE

1.7'D.

TREE

1.7'D.

TREE

1.8'D.

TREE

3.0'D.

TREE

 TRIPLE

  TREE
0.7'D.,
0.3'D. AND
0.5'D.

TREE CLUMP

0.7'D.,
0.7'D. AND
0.5'D.

TWIN TREE

0.7'D. AND
 0.6'D.

TREE CLUMP

1.0'D.,
0.9'D. AND
0.5'D.

TREE CLUMP

0.8'D.,
0.6'D. AND
0.2'D.

TREE CLUMP

0.6'D.,
0.5'D. AND
0.4'D.

TREE CLUMP

0.7'D.,
0.6'D. AND
0.5'D.

 TRIPLE

  TREE
0.6'D. EA.

 TRIPLE

  TREE
0.5'D. EA.

TREE CLUMP

0.7'D.,
0.6'D. AND
0.6'D.

TWIN TREE

0.8'D. AND
 0.7'D.

TWIN TREE

0.8'D. AND
 0.5'D.

TWIN TREE

0.7'D. AND
 0.4'D.

TWIN TREE

0.7'D. EA.

TWIN TREE

0.7'D. AND
 0.5'D.

TWIN TREE

0.5'D. AND
 0.3'D.

TWIN TREE

0.6'D. AND.
 0.8'D.

TWIN TREE

0.8'D. AND
  0.7'D.

TWIN TREE

0.5'D. AND
  0.4'D.

TWIN TREE

0.5'D. AND
  0.4'D.

TWIN TREE

1.1'D. AND
 1.0'D.

TWIN TREE

0.6'D. AND
 0.5'D

TWIN TREE

0.5'D. AND
 0.4'D.

TWIN TREE

0.5'D. AND
 0.4'D.

TWIN TREE

0.6'D. AND
  0.5'D.

TWIN TREE

0.8'D. AND
 0.6'D.

TWIN TREE

1.0'D. AND
 0.8'D.

TWIN TREE

0.5'D. EA.

TWIN TREE

0.7'D. AND
  0.6'D.

TWIN TREE

1.2'D. EA.

TWIN TREE

0.5'D. EA.

TWIN TREE

0.6'D. AND
  0.4'D.

POROUS PIPE

4" GAS MAIN

WITH BILCO ACCESS DOOR

SCWA DT-200 METER VAULT

3
"
 D

O
M

E
S

T
I
C

4
"
 F

I
R

E

6" WATER

BY FEBCO

RPZ - MASTER SERIES LF860

8" DRAIN FOR RPZ RELIEF VALVE

3/4" WATER

WATER VALVE (TYP.)

PAD W/ ACCESS

TRANSFORMER

8'X8'

MODEL HB4ES BY HUBBELL

HOT BOX ENCLOSURE

6" WATER

6" WATER

ELECTRIC SERVICE

ELECTRIC SERVICE

GENERATOR

FIRE HYDRANT

POOLS

LEACHING

DECON TANK

FIRE HYDRANT

W

W

W

W

W

D

D

D

D D D D D

W

W

D DD D

D DD

D

AMBULANCE

VISITOR PARKING

EMERGENCY ROOM

ONLY

STAFF

STATIONS (2)

CHARGING

ELECTRIC CAR

FF=50.15

FF=50.15 FF=50.15

FF=50.15

FF=50.15
FF=50.15 FF=50.15

SIGN

DIRECTIONAL

SIGN

MONUMENT

SIGN

DIRECTIONAL

STATIONS (2)

CHARGING

ELECTRIC CAR

ENTRY

SERVICE

TERRACE

PICNIC AREA

PUBLIC PARKING AREA

PARKING

STAFF

ENCLOSURE

TRASH

TERRACE

GARAGE

ENTRY

OUTPATIENT

ENTRY

DEPARTMENT

EMERGENCY

ENTRY

AMBULANCE

DROP-OFF ZONE

DELIVERIES

TERRACE

ARRIVAL

AMBULANCE

W

W

COURT

VOLLEYBALL

INFORMAL

D

D

D D

D

D

D

D

D

D

D

D

D

D

D D

D
D

D
D

D

D

GATE

SECURITY

GATE

SECURITY

MANHOLE

DISTRIBUTION 

TREATMENT UNIT

FUJI CEN 14 

C-151

As indicated

UTILITY PLAN

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

RPZ

FH FIRE HYDRANT

NOTES:

1. -

20 0 20 4010

SCALE IN FEET

MATERIALS LEGEND:

LEGEND:

ST

4' DIA. SANITARY MANHOLESMH

RPZ IN HOT BOX

GREY = EXISTING FEATURES

BLACK = PROPOSED WORK

LP 10' DIA. LEACHING POOLS

SEPTIC TANK

ELECTRIC

SANITARY

WATER

W

KEY NOTES:

1

2

3

4

5

-

-

-

-

-

GAS

WATER VALVEWV

10'-0"10'-0" 10'-0"10'-0"20'-0"



  
  
  

  
  
  
  
  
  
  
  
  
  

R=60
00
''
  
  
    

  
L

=
1
5
3
.
1
6
'

R=6
0.

00
' 
 
L
=
5
5
.
6
5
'

L

L

L

L

L

XXXXXXXX

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X
X

X X X X

ELECTRIC EASEMENT CITED

IN LIBER 1184 AT PAGE 487

EXACT LOCATION AND WIDTH

NOT DESCRIBED APPROXIMATE C/L OF HIGH TENSION LINESAPPROXIMATE C/L OF HIGH TENSION LINES

   WATER SERVICE

AS MARKED BY OTHERS

IRRIG.

CONTROL
 BOX

POROUS PIPE

W

W

W

W

W

W

W

OVERHANG

BUILDING

ENTRY

SERVICE

TERRACE

PICNIC AREA

PUBLIC PARKING AREA

PARKING

STAFF

ENCLOSURE

TRASH

TERRACE

GARAGE

ENTRY

OUTPATIENT

ENTRY

DEPARTMENT

EMERGENCY

ENTRY

AMBULANCE

DROP-OFF ZONE

DELIVERIES

TERRACE

ARRIVAL

AMBULANCE

W

W

COURT

VOLLEYBALL

INFORMAL

As indicated

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

PLAN

SITE LIGHTING

C-161

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

NOTES:

1. -

20 0 20 4010

SCALE IN FEET

MATERIALS LEGEND:

LEGEND:

GREY = EXISTING FEATURES

BLACK = PROPOSED WORK

KEY NOTES:

1

2

3

4

5

-

-

-

-

-

LP LIGHTING BY OTHERS

0.2

0.3 0.8 1.2

0.4 1.2 1.9 3.0

2.5 1.8 1.5 1.9 1.1 1.0 1.7 2.7 2.5

3.1 0.9 0.2 0.2 0.5 1.2 1.9 2.0 1.3 0.8 1.7 2.9 2.9 1.1 0.6 1.3 2.4 2.4 1.0 0.7 1.4 2.0

2.0 1.0 0.2 1.0 1.5 1.6 1.1 0.8 1.6 2.2 2.0 1.3 0.9 1.7 2.5 2.4 1.2

0.7 0.9 0.8 0.8 1.1

1.1 1.9 0.8 2.7

0.2 1.1 3.0 1.3 1.1 2.5 2.6 1.9 0.7 1.2 2.6 2.6 1.7 0.6 1.2 2.6 2.6 1.6 0.7 1.5 2.7 1.4

0.2 1.1 3.0 2.0 1.2 1.0 1.2 1.2 1.2 0.7 1.0 1.2 1.2 1.1 0.6 1.0 1.2 1.2 1.1 0.6 1.1 1.2 0.9 2.7

0.3 1.0 1.3 0.8 0.6 0.4 0.4 0.4 0.3 0.3 0.5 0.5 0.4 0.3 0.3 0.3 0.3 0.4 0.3 0.3 0.3 0.4 0.4 1.1

0.2 0.6 0.7 0.7 1.0 0.4 0.5 0.6 0.5 0.4 0.7 0.6 0.2 0.5 0.5 0.3 0.2 0.5 0.5 0.3 0.5 0.5 0.6 0.7

0.2 1.0 1.9 1.0 2.3 1.0 1.2 1.8 1.5 0.9 1.9 1.7 1.3 0.4 0.3 1.2 1.8 0.5 1.8 1.3 1.8 0.8

0.3 1.0 2.7 1.8 1.7 1.3 2.0 2.2 1.0 2.6 1.4 0.4 0.4 1.3 2.7 1.3 2.8 1.5 2.3 0.7

0.2 1.0 2.5 1.3 3.4 1.4 1.5 2.4 3.0 1.0 3.2 2.5 1.4 0.4 0.3 1.2 2.6 0.8 2.6 1.4 2.1 0.7

0.3 0.9 1.2 0.9 1.5 0.6 0.8 1.0 0.9 0.7 1.2 0.9 0.3 1.0 1.0 0.4 0.3 0.9 1.1 0.5 1.0 1.0 0.4 1.1 0.7

0.3 1.0 1.2 0.8 0.8 0.3 0.3 0.3 0.3 0.2 0.6 0.5 0.3 0.4 0.2 0.2 0.2 0.2 0.3 0.2 0.2 0.2 0.2 0.3 0.7 0.8

0.3 1.1 2.8 1.8 1.1 0.6 0.5 0.6 0.5 0.4 0.7 0.7 0.4 0.8 0.3 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 1.2 2.0

0.3 1.1 3.0 1.4 1.1 1.7 1.8 1.6 0.7 1.9 2.2 0.7 1.4 1.7 1.7 1.3 1.0 1.7 1.8 1.5 2.8

0.3 1.2 2.2 0.6 1.0 2.4 2.7 1.8 0.8 1.1 1.4 2.7 2.6 1.3 1.0 2.2 2.7 1.3 2.9

0.2 0.4 0.7 0.7 0.4 0.6 0.9 1.1

2.0 1.1 0.6 1.3 3.1 3.0 1.7 0.8 0.6 2.0 4.0 2.7 0.9 0.5 1.1 2.5 2.7 2.0 0.7 1.1 0.8 0.5 1.3 0.5 1.6 2.7 2.6 1.4 1.1 2.3 2.7 2.2 1.0 0.9 0.9

1.2 0.5 0.9 2.3 2.6 1.7 0.7 1.3 2.5 2.4 1.6 0.6 1.0 1.3 1.2 0.8 0.5 0.6 1.3 0.8 0.4 0.9 1.0 1.0 1.0 0.5 0.4 0.3 0.3 0.5 0.4 0.9 1.0 1.0 0.9 0.9 1.0 1.0 1.0 1.0 1.6 1.9

0.6 1.8 2.4 2.0 0.8 0.9 2.3 2.5 1.9 0.7 1.0 1.6 1.5 1.3 0.7 0.9 0.9 0.8 0.6 1.7 2.4

0.7 1.7 1.8 1.5 0.8 0.7 1.0 0.9 0.4 0.3 0.3 0.3 1.6 2.0

0.2 0.4 0.4 0.8

2.2 0.9 0.2 0.4 1.4 2.8 0.8 0.5

2.6 1.0 0.3 0.4 1.4 3.0 2.2 1.1

2.2 1.0 0.3 0.4 1.4 2.1 2.3

0.9 0.8 0.3 0.4 0.8 0.7 1.7 1.6

1.3 0.9 0.3 0.4 1.2 1.2 0.6 0.9

2.5 0.9 0.3 0.4 1.4 3.1 0.9 0.8

2.6 1.0 0.3 0.4 1.4 3.1 2.3 0.9

1.6 0.9 0.2 0.4 1.3 1.7 2.6 0.9

0.2 0.3 2.0 0.9

0.5 0.4 0.6 0.5

1.1 0.6 2.8 1.9 0.9 0.3 0.7 1.3 2.7 1.9 0.8 0.5 1.1 1.1 1.0 0.3

1.4 0.8 1.4 1.6 1.2 0.9 0.6 0.3 0.2 0.9 2.8 2.0 1.9 1.0 0.4 0.7 1.9 1.8 3.1 1.5

2.8 1.2 0.6 1.2 2.8 2.7 1.1 0.5 0.7 1.1 1.1 0.8 1.0 2.6 1.7 1.8 0.8 0.8 1.3 1.5 1.0 0.5 0.7 1.5 1.8 2.9 0.9 0.7 1.9 2.5 2.3 0.8 0.9 2.5 1.9 0.6

0.6 0.6 0.6 0.4 0.6 0.8 0.8 0.6 0.7 1.6 3.3 3.4 1.7 1.1 0.9 0.9 0.8 0.6 1.1 2.2 3.8 2.6 1.2 0.6 0.8 0.8 0.8 0.6 0.7 1.3 1.4 1.4 0.9 0.7 1.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.5 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.4 0.4 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.1 0.1 0.1 0.0 0.0 0.0 0.1 0.1 0.0 0.0 0.0

0.2 0.3 0.2 0.6 0.5 0.1 0.1 0.1 0.4 0.3 0.1 0.1 0.1 0.3 0.3 0.1 0.0 0.0

0.3 0.3 0.1 0.1

0.2 0.1 0.1 0.2 0.4 0.6 0.2

0.1 0.4 0.2 0.1 0.2 0.2 0.2 0.1 0.2 0.3 0.4 0.3 0.4

0.1 0.9 0.5 0.4 0.5 0.8 0.4 0.3 0.4 0.5 0.7 0.4 0.3 0.4 0.5 0.7 0.4 0.3 0.4 0.7 0.6 0.4

0.1 2.4 2.6 1.4 0.7

0.1 1.2 1.1 0.4

0.1 0.4 0.3 0.4

0.1 0.3 0.5 0.3

0.1 1.0 1.2 0.3 0.5 1.3 0.2

0.1 1.9 2.0 0.9 0.7 2.3 0.2

0.1 1.3 1.6 0.6 0.6 1.8 0.1

0.1 0.9 0.9 0.3 0.1

0.1 0.1

0.1 0.2

0.1 2.3 1.2 0.7 1.6 0.7

1.1 2.0 1.0 2.0 0.8 0.4

0.2 0.1 0.1 0.1 0.6 0.6 0.4 0.3 0.6 1.2 1.9 0.9 0.6 3.0 1.6 0.8 3.4 0.8 0.8 1.6 1.5 0.7 0.6 1.1 1.9 1.0 0.1

0.1 0.0 0.1 0.4 0.5 0.2 0.3 0.5 0.1

0.0 0.0 0.2 0.5 0.2 0.2 0.3 0.7 2.0 0.2

0.3 0.3 0.6

0.3 0.2 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.3

0.3 0.2 0.2 0.2 0.2 0.1 0.1 0.5 0.8 0.9 0.9 0.4 0.2 0.1 0.1 0.1 0.7 0.1

0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.1 0.1 1.6 0.6 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.1 0.2 0.1

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.2 2.3 1.0 0.1 0.1 0.3 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 1.0 0.4 0.1 0.1 0.8 0.2 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.3 0.2 0.1 0.1 0.1 0.5 0.1 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.5 0.3 0.1 0.1 0.3 0.1 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.2 1.9 0.7 0.1 0.2 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.2 2.6 0.9 0.2 0.1 0.2 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.8 0.4 0.2 0.1 0.2 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.3 0.4 0.5 0.5 0.3 0.2 0.3 0.3 0.2 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.4 0.5 0.6 0.7 0.7 0.5 0.1 0.1 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.9 1.8 1.1 2.4 2.1 1.5 0.7 0.2 0.4 0.1 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 1.2 2.2 1.6 1.6 1.5 2.5 0.7 1.1 2.5 1.0 0.3 0.2 0.7 0.3 0.2 0.2 1.5 0.4 0.1 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.3 0.6 0.6 0.3 0.2 0.2 0.2 0.2 0.2 0.2 0.4 0.8 0.4 0.3 0.1 0.2 0.2 0.2 0.2 0.3 0.4 0.4 0.4 0.3 0.2 0.2 0.1 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.1 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.2 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.1 0.1 0.1 0.1 0.1 0.1 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0

EAST HAMPTON FREE STANDING EMERGENCY DEPARTMENT

Photometric Study



T
Y

P

TYPE 4 STONE

GRANULAR LEVELING BASE -

COMMON FILL

TYPE 5 STONE

DRAINAGE AGGREGATE -

THROUGH THE WALL @ 6' O.C. 

2" DIA. WEEP HOLES GOING

2'-0"

M
A

X
. 

3
' 
E

X
P

O
S

E
D

1
' 
M

IN

6
"

6
"

1

8

1'-0"GEOTEXTILE

DRAIN PIPE-DAYLIGHT AT END

EL. 152.00

As indicated

SITE DETAILS

C-501

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

SLOPE 1/4" PER FOOT

EXPANSION JOINTS.

EXCEPT THROUGH

#5 BAR CONTINUOUS

1 1/2" R

8"

6"

1
8

"

6
"

CURB REVEAL 

DETAIL OF NEW CONCRETE CURB

NOT TO SCALE

PAVEMENT   LINESEE PLANS

REVEAL VARIES -

8"

 

R=2'-0"

1
8

"
 M

IN
.

18"

DETAIL OF NEW CONCRETE CURB

NOT TO SCALE

6
"

8
"

3
"

8
"

10"10"

END OF DOWEL

ONE PAINT AND OIL 

15" O.C. DOWEL @ 
" DIA. 20" LONG 4

1
1

LENGTH TYP.

FT. IN BOTH WIDTH & 

SQ. INCHES OF STEEL PER 

PROVIDE WWF WITH 0.09 

TYP.

CONCRETE PAVEMENT

PORTLAND CEMENT 

BASE COURSE

NYSDOT TYPE 4

COMPACTED SUBGRADE

SECTION OF CONCRETE PAD FOR GENERATOR

NOT TO SCALE

EXISTING PAVEMENT

COURSE - NYSDOT TYPE 6

2" ASPHALT WEARING

NYSDOT TYPE 3

4" ASPHALT BASE -

PAVEMENT

TACK COAT EXISTING

SAWCUT, CLEAN AND

BASE COURSE

6" NYSDOT TYPE 4

SECTION OF ASPHALT PAVEMENT - ROAD

NOT TO SCALE

SECTION OF CONCRETE PAVEMENT - WALKWAY

NOT TO SCALE

3
"

6
"

AA

1
'-

0
"

8
'-

0
"

ELEVATION A-A

GUTTER LINE
CONCRETE CURB

BOTTOM OF

SIDE FLARE

SURFACE

WARNING

DETECTABLE 

PLAN

S
L

O
P

E
 1

:1
2

1:10 MAX.1:10 MAX.

SLOPE.

PERPENDICULAR TO THE 

BROOM FINISH RUNNING 

FIELD SHALL BE COARSE 

DETECTABLE WARNING 

EXCLUSIVE OF THE 

RAMP SURFACE 

SIDE FLARE SIDE FLARE

1
%

 M
I
N

.,
 3

.3
3

%
 M

A
X

.

1
%

 M
I
N

.,
 3

.3
3
%

 M
A

X
.

6" REVEAL 6" REVEAL

1/4" EXPANSION JOINT  

VARIES VARIES

TRANSITION ZONE 0" REVEAL TRANSITION ZONE

9
"

12

SECTION A-A

1

5'-0" 5'-0" 5'-0"

A

A

1/4" EXPANSION JOINT FILLER W/ SEALANT

4" CONCRETE WALK - 4,000 PSI

6" AGGREGRATE BASE

PITCH

2%
1/4" EXPANSION JOINT FILLER W/ SEALANT

7" CONCRETE WALK - 4,000 PSI

DETAIL OF SIDEWALK PEDESTRIAN RAMP - PLAN, ELEVATION AND SECTION

NOT TO SCALE

AA
JOINT

 1/2 " EXPANSION

STRUCTURE

OR OTHER

BUILDING

E
X

P
A

N
S

I
O

N
 J

O
I
N

T

E
X

P
A

N
S

I
O

N
 J

O
I
N

T

E
X

P
A

N
S

I
O

N
 J

O
I
N

T

CONSTRUCTION JOINT

5'

5'

20'-0"

EXIST. CONC. WALK

*

*

EXPANSION JOINT

1/2 " PREFORMED

JOINT SEALANT SAWCUT -1/2" DEEP

WWM - W6 x W6, 6" x 6"

ENGINEER.

WRITTEN PERMISSION IS GIVEN BY THE

CONTRACTION JOINTS MAY BE USED WHEN

3 DAYS OF POURING CONCRETE.  TOOLED

SAWCUT CONTRACTION JOINTS WITHIN

2
"

1
"

DETAIL OF LUMINAIRES - SINGLE BETA LANTERN LED BY SELUX

NOT TO SCALE

SEGMENTAL RETAINING WALL

NOT TO SCALE



As indicated

UTILITY DETAILS 1

STORMWATER &

C-502

Project Issue Date

400 PANTINGO ROAD

SCHEMATIC DESIGN

Owner Address

Construction Manager Name

Construction Manager Address

Civil Site Consultant Name

Civil Site Consultant Address

Structural Consultant Name

Structural Consultant Address

Mechanical & Plumbing Consultant Name

Mechanical & Plumbing Consultant Address

Electrical Consultant Name

Electrical Consultant Address

Lighting Consultant Name

Lighting Consultant Address

Food Service Consultant Name

Food Service Consultant Address

Landscape Consultant Name

Landscape Consultant Address

Planning/Zoning Consultant Name

Planning/Zoning Consultant Address

Envelope Consultant Name

Envelope Consultant Address

Code Consultant Name

Code Consultant Address

Acoustical Consultant Name

Acoustical Consultant Address

STONY BROOK

SOUTHAMPTON HOSPITAL

66060

EAST HAMPTON

FREE STANDING

EMERGENCY

DEPARTMENT

677 Washington Blvd.

Suite 101

Stamford, CT 06901 

T. +1 203 251 7400 

F. +1 203 251 7474

SCALE:

SEAL

DRAWING TITLE:

PROJECT TITLE:

PROJECT No:

DATENO. ISSUE

KEY PLAN

Owner:

Construction Manager:

Civil / Site:

Structural:

Mechanical & Plumbing:

Electrical:

Lighting Consultant: 

Food Service:

Landscape:

Planning / Zoning:

Envelope Consultant:

Code Consultant:

Acoustical Consultant:

06-19-2020- REVISED ISSUE FOR SITE PLAN REVIEW

WL

HWL

WL

HWL
WL

A A

B

B

 

Sedimentation Chamber1

Anaerobic Filtration Chamber2

Aerobic Contact Filtration Chamber3

Storage Chamber4

Disinfection Chamber5

Total Volume

Anaerobic Media

Board Type Aerobic Media

Aerobic Media

Blower

Tank

Piping

Access Covers

Disinfectant (Optional)

Volume (gal)

834

840

379

193

12

2,258

CHAMBER

SPECIFICATIONS

PVC / PP / PE

Filling Rate

17%

55%

Filling Rate

Filling Rate

PP / PE

PP / PE

5.3 cfm

FRP

Plastic / Cast Iron

Chlorine Tablets

PVC / PP / PE

TOP VIEW
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18" ACCESS PORT
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24" ACCESS PORT
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 AIR LIFT PUMP

EFFLUENT
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5" OUTLET

CYLINDER (OPTIONAL)

DISINFECTION

 AIR LIFT PUMP

RECIRCULATION

OUTLET

COMPARTMENT

RECIRCULATION ASSEMBLY

CYLINDER (OPTIONAL)

DISINFECTION
24" ACCESS PORT

FLOW OPENING

AERATION ASSEMBLY

CONTACT MEDIA

BOARD-TYPE 

AEROBIC MEDIA

AIR LIFT PUMP ASSEMBLY

RECIRCULATION

 

 

 

 

 

2" CLR

BOTH WAYS

#5 BARS @ 6" O.C.

7"-6' DIA.

6"-5' DIA.

5"-4' DIA.

AND SHAPE

FILL WITH CONCRETE

10" (TYP.)

0.18 SQ INCHES/L.F. = 6' DIA.

0.15 SQ INCHES/L.F. = 5' DIA.

0.12 SQ INCHES/L.F. = 4' DIA.

AREA OF STEEL CIRCUMFERENTIAL

ALL PIPE OPENINGS WITH A 1 1/2 " CLEARANCE

A #2 STEEL HOOP SHALL BE PLACED AROUND

BOTH WAYS

#4 BARS 6" O.C.

COMPOUND (TYPICAL ALL JOINTS)

"O" RING GASKET OR PLASTIC SEALING

2'-8" - 6' DIA.

2'-4" - 5' DIA.

1'-6" - 4' DIA.

2'-6" - 6' DIA.

2'-1" - 5' DIA.

1'-8" - 4' DIA.

2" CLR

MONOLITHIC BASE SECTIONS

PLACED RADIALLY FOR

#6 BARS @ 12" O.C.

#5 BARS @ 12" O.C. - 5' DIA.

#4 BARS @ 12" O.C.  - 4' DIA.

CASTING AND COVER

HEAVY DUTY MANHOLE

8
"

1'-10"

4', 5' & 6' DIAMETER

" CLR2
11

6
"

6
"

COMPRESSIVE STRENGTH

4000 PSI, MINIMUM 28 DAY

CONCRETE STRENGTH:

1
2

"

#3 BAR AT TOP

#4 BAR AT BOTTOM

WITH WWF ASTM A-185

12 #2 VERTICAL REBAR

TOP VIEW

72 1/2" x 6" DRAIN OPENINGS.

DRAIN RINGS SHALL HAVE 

DRAIN OPENINGS. 2'-0" SANITARY

SHALL HAVE 168 - 1/2" x 6"

4'-0" SANITARY DRAIN RINGS

NOTE:

ESTIMATED GROUNDWATER EL. = 12

1
3
'-

0
"

 

3' GRAVEL COLLAR

10'-0"

SECTION

6 x 8

WWF 6" x 12",

T/P=125.14

INVERT=124.59

PIPE CONNECTION

SKIN KNOCKOUT FOR

PATTERN NO. 1005

MANHOLE FRAME AND COVER

CAMPBELL HEAVY DUTY

2" CLR

4"

4"
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EL. 50 +/-

1
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EL. 46 +/-

EL. 38 +/-

EL. 25 +/-

MODEL HB4ES BY HUBBELL

HOT BOX (2 SECTION) ALUMINUM ENCLOSURE

NOT TO SCALE

CEN 14 BY FUJI CLEAN

DETAIL OF SANITARY TREATMENT UNIT

NOT TO SCALE

DETAIL OF NEW 4' DIAMETER SANITARY MANHOLE

NOT TO SCALE

PREVENTION FEBCO  MASTERSERIES LF860

DETAIL OF NEW 6" DIAMETER RPZ BACKFLOW

NOT TO SCALE

GLAND

RETAINER

TO INSTALL TEE

REMOVE EXISTING MAIN

GLAND

RETAINER

GATE VALVE

GLAND

RETAINER

NEW MAIN

THRUST BLOCK

WATER MAIN

EXISTING

WATER MAIN

EXISTING

GLAND

RETAINER

CONNECTION OF NEW 6" MAIN TO EXISTING 8" MAIN

NOT TO SCALE

WITH CASTING

DETAIL OF NEW 10' DIAMETER LEACHING POOL

NOT TO SCALE

2'-0"

2
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0
"

WATER

ALLOWED OUTSIDE OF PAVED AREAS.
3. PRECAST CONCRETE ENCASEMENT IS 

APPROVED EXTENSION KIT.
SURFACE USING A MANUFACTURER 
GREATER THAN 8' (ft.) FROM THE 
EXTENDED SO THAT THE DEPTH IS NO 

2. VALVE OPERATING NUT MUST BE 
EXTENSIONS SHALL BE ALLOWED.

1. ONLY MANUFACTURED VALVE BOX 
NOTES:
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WITH CASTING

DETAIL OF NEW 10' DIAMETER STORMWATER DRYWELL

NOT TO SCALE
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AND CASTING SET DIRECTLY ON CHIMNEY.

THAN 2', CHIMNEY TO BE 22" DIAMETER

IF HEIGHT OF CHIMNEY IS LESS

NOTE:

BOTH WAYS

#5 BARS @ 6" O.C.

BOTH WAYS
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STANDARD MANHOLE FRAME AND HEAVY COVER
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PIPE

A B A B A B A
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SECTION X-X

BENDS & TEES
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"

1
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"

6"

MIN.

SOIL (TYP.)

UNDISTURBED

    SCHEDULE.
    AS SHOWN ON THE THRUST BLOCKING
5. VOLUME OF THRUST BLOCKING SHALL BE
    PRIOR TO POURING BLOCKING.
    WRAPPED WITH 10 MIL POLYETHYLENE
4. ALL FITTING AND ACCESSORIES TO BE
    OR GLANDS.
3. NO CONCRETE SHALL COVER ANY BOLTS
    SOIL. 
    (BLOCKING AREA) AGAINST UNDISTURBED
    FORMED WITH THE WIDEST PART
    CONCRETE WEDGE SHAPE MORE EASILY
    BE KEPT FAIRLY DRY, THUS MAKING THE
2. CONCRETE FOR THRUST BLOCKING SHALL
1. CONCRETE SHALL BE 3,000PSI MIN. 
NOTES:

DETAIL OF THRUST BLOCKS

NOT TO SCALE

DETAIL OF NEW "TYPE A" CATCH BASIN

NOT TO SCALE

DETAIL OF NEW SCWA METER VAULT

NOT TO SCALE

B B
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8"

1 1/2" COVER

CASTING USED

OPENING TO SUIT

8
"

8"

TOP OF CURB

GUTTER LINE

CASTING, WITH BRICK AND MORTAR.

ALLOW 4" FOR FINAL ADJUSTING OF

2-#5 BARS
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6
'-

0
" 

M
IN

IM
U

M

D
E

S
IR

A
B

L
E

2
'-

0
"

8"

M
IN

IM
U

M

2
'-

0
"

IN PRECAST STRUCTURES

CONTINUOUS IN 4 WALLS

WWF 6x6 - W4xW4 REINF.

FILL WITH GRAVEL.

CENTER OF FLOOR.

12"x12" OPENING IN

GRAVEL SUMP

2' SQUARE

OF THE CASTING USED.

DIMENSIONS BETWEEN THE FLANGES

OPENING SHALL EQUAL THE INTERNAL

INTERNAL DIMENSIONS OF THE SLAB

CURB LINE

1
2
"

5'-4"

ALTERNATE CURB LINE

2-#5 BARS

AT 6" O.C.

3-#5 BOT.

AT 16" O.C.

3-#5 BOT.

IN 28 DAYS.

4,000 PSI MINIMUM

CONCRETE STRENGTH(TYP.)

2" CLEAR

8
"

4
'-

0
"

5
'-

4
"

8
"

PLAN

SECTION B-B

SECTION A-A

6" CONC. FLOOR 

REVEAL

STREET SIDE

& TYPE "A" GRATE

TYPE "A" FRAME

3'

9"

6" MIN. 

COMPACTED UNIFORMLY IN ACCORDANCE WITH ASTM D2321.

BEDDING & BACKFILL FOR SURFACE DRAINAGE INLETS SHALL BE PLACED &

IN ASTM D2321, OR AS DETERMINED BY LOCAL STANDARDS & SITE ENGINEER.

MATERIAL MEETING THE REQUIREMENTS OF CLASS II MATERIAL AS DEFINED

THE BACKFILL MATERIAL SHALL BE CRUSHED STONE OR OTHER GRANULAR

TOPSOIL AND SOD
SLAB THICKNESS

CONCRETE

8" MIN.

NYLOPLAST MODEL 1299CGC

18" ROUND FRAME AND COVER.

 
 

THE DRAIN BASIN FOR DRAINING

3" CENTERS ON BOTTOM OF

DRILL 1/4" DIA. HOLES ON 

NOT TO SCALE

DETAIL OF NEW DRAIN BASIN

25 1/2"

2'-0"

6
"

22 3/8"

2'-0"

34"

SECTION

PLAN

DETAIL OF NEW MANHOLE COVER

NOT TO SCALE

WATER

FOR DRAINAGE

SMALL STONES

9
"

1
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4
"

UNDISTURBED SOIL

THRUST BLOCK AGAINST

UNDISTURBED SOIL

THRUST BLOCK AGAINST

DUCTILE IRON STAND PIPE

FINISHED GRADE

TAMPED BACKFILL

6" MIN.

MAIN

WATER

EX. 10"

FIRE HYDRANT

FIRE HYDRANT

V.I.F.

EXIST. VALVE BOX COVER

V.I.F.

EXIST. VALVE BOX COVER

CONNECTION VALVE

EXIST. HYDRANT

EXIST. VALVE BOX 

EXIST. 10" WATER MAIN

SERVICE PIPE TO EXISTING

CONNECT NEW 6" HYDRANT 

DETAIL OF TYPICAL FIRE HYDRANT

NOT TO SCALE

GLAND

RETAINER

BLOCK

THRUST

END CAP

DUCTILE IRON

OF END CAP

WITHIN 20'

FOR JOINTS 

RESTRAINT

HARNESS

DETAIL OF PIPE HARNESS RESTRAINT AND END CAP

NOT TO SCALE

MIN. 4 EA.

OR TYPE 316 S.S. RODS

3/4" THREADED TYPE 304 

OR EQUAL

JOINT HARNESS,

EBAA SERIES 1500



RESERVED FOR FUTURE BICYCLE PATH

GARAGE

PICNIC AREA

INFORMAL
VOLLEYBALL
COURT

BARBECUE

DROP-OFF ZONE

PUBLIC PARKING AREA

STAFF PARKING AREA

AMBULANCE ARRIVALTRASH ENCLOSURE
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Ar(2)

Ar(2)

Ar(2)

Ar(2)
Ar(1)

Ar(2)

Ar(1)

Pa(5)

Pa(4)

Io(2)

Co(1)

Cm(1)

Bn(1)
Ck(1)

Bn(1)
Ac(2)

Cc(1)
Cf(1)

Cf(1)
Cc(1) Cc(1)Io(1) Io(1)

Bn(1)

Co(1)
Cf(1)

Qpr(1)

Io(3)

Qa(1)

Ps(1)

Ls(1)
Io(1)

Ar(2)
Ps(1)

Ns(1)

Ns(1)

Qv(1)

Qv(1)

Qc(1)

Cc(1)

Bn(1)

Pr(1)

Jv(2)

Ps(1)
Cc(1)

Io(1)

Ps(1)

Pr(1)

Jv(3)

Bn(1)

Jv(7)

Pr(4)

Cc(1)

Ps(1) Qa(1) Cf(1) Io(1) Bn(1) Io(1) Bn(1) Qa(1) Cc(1) Ps(1) Bn(1) Cf(1) Co(1) Cf(1) Qa(1) Cc(1)

Qa(1)

Ps(1)

Ps(1)

Io(2)

Cc(1)

Cc(1) Al(1) Cf(1)

Cm(1)

Pr(1)Jv(6)

Cc(1)

Ps(1)

Cc(1)

Qpr(1)

Ps(1)

Ac(1)

Pr(1)

Jv(6)

Al(1)

Co(1)
Pr(1)

Pr(1)

Ck(1)

Mf(1)

Al(1)

Co(1)

Ck(2)Mf(1)Ps(1)

Ar(1)

Iv(2)
Iv(2)

Iv(3)
Iv(3)

Pv(3)Pv(4)
Pv(4)

Pv(5)

LANDSCAPE PLAN LEGEND:

EXISTING TREE TO REMAIN

PROPOSED SHADE TREE

PROPOSED FLOWERING TREE

PROPOSED SHRUBS

PROPOSED LAWN
PROPOSED MULTI-STEM TREE

PROPOSED GRASS MIX 1

PROPOSED GRASS MIX 2

PROPOSED PERENNIAL MIX A

PROPOSED PERENNIAL MIX B

PROPOSED PERENNIAL MIX C

EXTENT OF EXISTING VEGETATION

LANDSCAPE PLAN LEGEND:

PROPOSED EVERGREEN TREE
CONICAL FORM

PROPOSED EVERGREEN TREE
BROAD FORM

BOLLARD LIGHT, 3'-4' HT.
AREA LIGHT, 12' HT.

BICYCLE RACK
PLANT POTS

TERRACE TABLE

BENCH

PICNIC TABLE

EXISTING TREE TO REMOVE

PROPOSED BEACH PEBBLES

AREA LIGHT, 12' HT. (DOUBLE)

PROPOSED GRASS

PROPOSED PERENNIAL AND FERN MIX D

PROPOSED DAYLILY AND FERN MIX E

PROPOSED BLACK RIVER ROCKS

LANDSCAPE PLAN
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SITE DATA
Address 400 Pantigo Place

East Hampton, NY  11937

Tax ID: Part of Suffolk County Tax Map  0300-165.00-05.00-022.000

Block and Lot NA

Existing Zoning District PC: Parks & Conservation

Proposed Zoning District CI: Commercial Industrial

East Hampton Zoning Map Sheet 6

School District East Hampton, NY 

Fire District: East Hampton, NY 

Street Frontage Pantigo Place 

Lot Type Corner lot and Through lot portions

Zoning Lot Area (sf) 196,024 SF

ZONING SUMMARY 9-March-2020

ZR Item / Description Permitted / Required by CI District Proposed Comments

BUILDING USE Semi-Public Facility (255-1-20) COMPLIES

255-1-20 Free Standing Emergency Department & 

Medical Arts (no beds for overnight stay) 

(diagnostic/Treatement 

255-11-10 (Att 5) Lot Size Minimum 40,000 SF 196,024 SF (4.5 Acres) COMPLIES

255- Att. 5 Maximum coverage(%) Building Coverage 50% Permitted Building Uses 14% COMPLIES

Total Lot Coverage 75% 104,282 SF 53% COMPLIES

FLOOR AREA (Square Feet) Not listed Ground Floor Hospital/Outpatient Medical 23,830 COMPLIES

Ambulance Garage 810 

Total Site coverage 24,640 

255 Att 5 Setbacks

Front Yard 50' Exceeds 50' COMPLIES

Side Yards 15' exceeds 15' requirements COMPLIES

Rear Yard 25'  50' special Landscape buffer per liber COMPLIES

Height and # of Stories

255 Att 5 35' / 2 stories  35' and 1 story (with Mech. In roof space) COMPLIES

MINIMUM SIDEWALK WIDTH No listing varies COMPLIES  

TREE PLANTING - Buffers provided at parking COMPLIES

PARKING 24' aisles at 90 degree parking

255-11-43 Size 10'X 18' or 9' X 20' min size 10' X 18' Proposed 

One space per 40 SF of waiting area and 1 per employee Visitors:      57 provided 

Visitors:  1,872SF/40= 47 Spaces Staff:       15 provided 

Staff:                              14 Spaces Total Provided: 72 Provided COMPLIES

Total Required:              61 Spaces

OFF STREET LOADING 15,000-40,000SF 2 Required

255-11-45 min width: 12'

Min Length: 40'

Minimum Height: 14'

255-11-43 G. Size of Loading Berths

Semi Public Facility 12'W X 40'L X 14' High 12'w X 40'L X 14' High COMPLIES

1. Zoning  Amendment to confirm Zoning Classification
a) Proposal is to designate site as an "Commercial Industrial"

2. Town of East Hampton to perform SEQR

3. Finalize zoning change

COMPLIES

min width: 12'

Min Length: 40'

Minimum Height: 14'

115 Fifth Avenue 
New York, NY 10003 
T. +1 212 353 7200 
F. +1 212 353 7676
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